
 

 DXAIR INDOOR POOL DESIGN GUIDELINES   

 DUCT DESIGN STANDARDS  

Duct Design Standards for All DXair Installations
Per ASHRAE Handbook, 1977 Fundamentals Chapter 31 or INDUSTRIAL VENTILATION (American Conference of Government Industrial Hygienists) Section 6

 
 
 
 
 
 
 
 
 

Turning Vanes 

DXair
Dehumidifier

DXair
Dehumidifier

Fair Recommended

DXair
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2½ times W

 
 
 
 
 
 
 
 
 
 
 
 

Turning Vanes 

DXair
Dehumidifier

DXair
Dehumidifier

Fair Recommended
5 times width or more

 
 
 
 
 
 
 
 
 
 
 

Turning Vanes 
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Dehumidifier
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Dehumidifier

Not Acceptable Recommended

 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 

Not Acceptable Recommended

Window Linear grille with volume 
control or register with double 
deflection and volume control
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